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NO. SHEET NO DWG NO DATE NEW REV. DEL. DESCRIPTION OF CHANGE


REVISION


BY


1 09.004.A1 S-102 08/27/14 X REVISE FILL NOTE, C.J. LINE ReStl


1 09.005.A1 S-103 08/27/14 X REVISE FILL NOTE, C.J. LINE, CMU WALL FOOTING ReStl


1 09.006.A1 S-104 08/27/14 X REVISE C.J. ReStl


1 09.007.A1 S-105 08/27/14 X REVISE NOTES, ENCASED COLUMNS, ADD DRAINS ReStl


1 09.008.A1 S-106 08/27/14 X REVISE NOTES, ENCASED COLUMNS, ADD DRAINS ReStl


1 09.009.A1 S-107 08/27/14 X REVISE NOTES, ENCASED COLUMNS, ADD DRAINS ReStl


1 09.011.A1 S-109 08/27/14 X REVISE NOTES ReStl


1 09.012.A1 S-110 08/27/14 X REVISE NOTES, ENCASED COLUMNS ReStl


1 09.013.A1 S-111 08/27/14 X REVISE NOTES ReStl


1 09.014.A1 S-112 08/27/14 X ADD BRIDGINGS, REVISE LOADING TYPES ReStl


1 09.015.A1 S-113 08/27/14 X REVISE LOADING TYPES, T.O.ST. ELEVATION ReStl


1 09.016.A1 S-114 08/27/14 X REVISE T.O.ST ELEVATION ReStl


1 09.018.A1 S-116 08/27/14 X REVISE NOTES ReStl


1 09.030.A1 S-302 08/27/14 X ADD TYP. DETAIL J3 ReStl


1 09.032.A1 S-304 08/27/14 X ADD TYP. DETAIL K ReStl


1 09.036.A1 S-308 08/27/14 X ADD TYP. DETAIL H, TYP. DETAIL J ReStl


1 09.038.A1 S-310 08/27/14 X REVISE TYP. DETAIL D ReStl


1 09.040.A1 S-401 08/27/14 X ADD INFO ON SECTION 1, SECTION 2 ReStl


1 09.041.A1 S-402 08/27/14 X ADD INFO ON SECTION 1, SECTION 2 ReStl


1 09.042.A1 S-403 08/27/14 X ADD INFO ON SECTION 2, SECTION 3, SECTION 4 ReStl


1 09.043.A1 S-404 08/27/14 X ADD INFO ON SECTION 4, SECTION 5 ReStl


1 09.044.A1 S-405 08/27/14 X ADD INFO ON SECTION 3, SECTION 4 ReStl


1 09.045.A1 S-406 08/27/14 X ADD INFO ON SECTION 1, SECTION 2 ReStl


1 09.046.A1 S-407 08/27/14 X REVISE SECTION 2 ReStl


1 09.048.A1 S-409 08/27/14 X REVISE SECTION 1 ReStl


1 09.050.A1 S-411 08/27/14 X ADD INFO ON SECTION 1, SECTION 4 ReStl


1 09.053.A1 S-414 08/27/14 X ADD INFO ON SECTION 1, SECTION 7 ReStl


1 09.054.A1 S-415 08/27/14 X ADD INFO ON SECTION 1 ReStl


1 09.056.A1 S-501 08/27/14 X ADD NOTE F ReStl


1 09.057.A1 S-502 08/27/14 X ADD NOTE F ReStl


1 09.058.A1 S-503 08/27/14 X ADD NOTE F ReStl


1 09.059.A1 S-504 08/27/14 X ADD NOTE F ReStl


1 09.061.A1 S-601 08/27/14 X BRACING SIZE ON ELEVATION OF GRID LINE - '4' ReStl


1 13.003.A1 E-002 08/27/14 X SITE ADDITIONS CHA


1 13.055.A1 E-501 08/27/14 X SITE ADDITIONS CHA


1 13.063.A1 E-603 08/27/14 X SITE ADDITIONS CHA


1 13.071.A1 E-704 08/27/14 X SITE ADDITIONS CHA


1 16.002.A1 ENV-02 08/27/14 X REVISED LIMITS OF LLAOEC A AS PER REVISED PROJECT DESIGN CDR


MAGUIRE


1 CTDOT STD HW-910_01 08/27/14 X NEW STANDARD SHEET ADDED


1 CTDOT STD HW-910_02 08/27/14 X NEW STANDARD SHEET ADDED


1 CTDOT STD HW-910_11 08/27/14 X NEW STANDARD SHEET ADDED


1 CTDOT STD HW-910_17 08/27/14 X NEW STANDARD SHEET ADDED


2 08.006.A2 AS-201 09/04/14 X CLARIFY DESIRED SIGN OPTION, REMOVE CURVE FROM CONCEPT "A", MOVE DETAILS WENDEL


2 09.003.A2 S-101 09/04/14 X MOVING SOUTH AREA RETAINING WALL ReStl


2 09.007.A2 S-105 09/04/14 X MOVING SOUTH AREA RETTAINING WALL ReStl


2 15.011.A2 D-202 09/04/14 X ADDED 4" CORRUGATED ACCESS PIPE WENDEL


2 15.012.A2 D-203 09/04/14 X ADDED 4" CORRUGATED ACCESS PIPE WENDEL


REV.


NO. SHEET NO DWG NO DATE NEW REV. DEL. DESCRIPTION OF CHANGE


REVISION


BY


1 03.004.A1 C-101 08/27/14 X REVISE PAY LIMITS AND NOTES, ADD LAYOUT FOR CLARITY WENDEL


1 03.005.A1 C-102 08/27/14 X SOUTHERN LIMITS OF INVASIVE SPECIES REMOVAL, PAY LIMIT LINE WENDEL


1 03.006.A1 C-103 08/27/14 X REVISE NOTES, SOUTH/EAST DEMO, LIMITS OF TREE REMOVAL, PAY LIMIT LINE WENDEL


1 03.007.A1 C-104 08/27/14 X REVISED NOTES, BUILDING/RETAINING WALL AREA PREPARATION WENDEL


1 03.008.A1 C-105 08/27/14 X SOUTH/EAST LIMITS OF DISTURBANCE WENDEL


1 03.009.A1 C-200 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.010.A1 C-201 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.011.A1 C-202 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.012.A1 C-203 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.013.A1 C-204 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.015.A1 C-206 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.016.A1 C-207 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.017.A1 C-208 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.018.A1 C-209 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.019.A1 C-210 08/27/14 X REVISED FOR MULTI-USE TRAIL AND TRAIL HEAD PARKING WENDEL


1 03.021.A1 C-300 08/27/14 X ADDED GRADING AND DRAINAGE FOR MULTI-USE TRAIL AND PARKING LOT WENDEL


1 03.022.A1 C-301 08/27/14 X ADDED GRADING AND DRAINAGE FOR MULTI-USE TRAIL WENDEL


1 03.023.A1 C-302 08/27/14 X ADDED GRADING AND DRAINAGE FOR MULTI-USE TRAIL AND PARKING LOT WENDEL


1 03.024.A1 C-303 08/27/14 X REVISE NOTES WENDEL


1 03.025.A1 C-304 08/27/14 X ADDED GRADING AND DRAINAGE FOR MULTI-USE TRAIL WENDEL


1 03.026-1.A1 C-306 08/27/14 X NEW SHEET WENDEL


1 03.026.A1 C-305 08/27/14 X ADDED GRADING AND DRAINAGE FOR MULTI-USE TRAIL AND PARKING AREA WENDEL


1 03.029.A1 C-312 08/27/14 X REVISE NOTES WENDEL


1 03.037-1.A1 C-508 08/27/14 X NEW SHEET WENDEL


1 06.002.A1 L-401 08/27/14 X REVISED FOR MULTI-USE PATH AND PARKING WENDEL


1 06.003.A1 L-402 08/27/14 X REVISED FOR MULTI-USE PATH AND PARKING WENDEL


1 06.004.A1 L-403 08/27/14 X REVISED FOR MULTI-USE PATH AND PARKING WENDEL


1 06.006.A1 L-405 08/27/14 X REVISED FOR MULTI-USE PATH AND PARKING WENDEL


1 06.007.A1 L-406 08/27/14 X REVISE TREE SCHEDULE WENDEL


1 07.002.A1 A-002 08/27/14 X PARTITION SYMBOLS AND ABBREVIATIONS CORRECTED, DIMS & MATERIAL ADDED WENDEL


1 07.003.A1 A-003 08/27/14 X ADD FOOT INDICATOR TO TABLE 602 WENDEL


1 07.005.A1 A-005 08/27/14 X ADD PLUMBING FIXTURE SCHEDULE, ADD/REVISE CODE INFORMATION WENDEL


1 07.006.A1 A-006 08/27/14 X ADD PLUMBING FIXTURE SCHEDULE, ADD/REVISE CODE INFORMATION WENDEL


1 07.007.A1 A-007 08/27/14 X ADD PLUMBING FIXTURE SCHEDULE, ADD/REVISE CODE INFORMATION WENDEL


1 07.008.A1 A-008 08/27/14 X ADD PLUMBING FIXTURE SCHEDULE, ADD/REVISE CODE INFORMATION, MOVE KEY PLAN WENDEL


1 07.009.A1 A-101 08/27/14 X ADJUST LEGEND AND PLAN NAME WENDEL


1 07.010.A1 A-102 08/27/14 X ADD INFORMATION TO LEGEND, REVISE FIRE RATING WENDEL


1 07.011.A1 A-103 08/27/14 X REVISE LEGEND WENDEL


1 07.012.A1 A-104 08/27/14 X NOTE REMOVED FROM ROOF PLAN LEGEND WENDEL


1 07.013.A1 A-105 08/27/14 X REVISE PLAN LEGEND & NOTES, ADD NOTE, CHANGE DIMENSION AT AREA WAY WENDEL


1 07.014.A1 A-106 08/27/14 X REVISE SHEET NOTES, ADD NOTES WENDEL


1 07.015.A1 A-107 08/27/14 X REVISE PLAN LEGEND, ADD NOTE WENDEL


1 07.016.A1 A-108 08/27/14 X ADD ROOM LABEL, ADD VIEW REFERENCE WENDEL


1 07.017.A1 A-109 08/27/14 X ADD COLUMN ENCLOSURE, REVISE LEGEND & DETAIL, ADD REFERENCE WENDEL


1 07.018.A1 A-110 08/27/14 X REVISE FIRE RATINGS, RENAME ROOM, ADD COLUMN PROTECTION WENDEL


1 07.019.A1 A-111 08/27/14 X REVISE FIRE RATINGS, ADD COLUMN PROTECTION, ADD DETAIL REFERENCE WENDEL


1 07.020.A1 A-112 08/27/14 X ADD/REVISE WALL TYPE TAGS, REVISE LEGEND WENDEL


1 07.021.A1 A-113 08/27/14 X ADD/REVISE PARTITION TAGS & LEGEND, ADD ROOM NAME & WINDOW WENDEL


1 07.022.A1 A-114 08/27/14 X ADD COLUMN PROTECTION, ADD DRINKING FOUNTAIN, REVISE LEGEND WENDEL


1 07.023.A1 A-115 08/27/14 X REVISE LEGEND WENDEL


1 07.024.A1 A-116 08/27/14 X DIMENSION DOWNSPOUTS, REVISE LEGEND WENDEL


1 07.025.A1 A-117 08/27/14 X MOVE FIRE EXTINGUISHERS, ADD DIM., REVISE BUS CLEAR BY COLUMN PROTECTION WENDEL


1 07.026.A1 A-152 08/27/14 X NOTE REMOVAL FROM ROOF PLAN LEGEND, REVISE DIMENSIONS WENDEL


1 07.027.A1 A-153 08/27/14 X NOTE REMOVAL FROM ROOF PLAN LEGEND WENDEL


1 07.028.A1 A-154 08/27/14 X NOTE REMOVAL FROM ROOF PLAN LEGEND WENDEL


1 07.029.A1 A-155 08/27/14 X NOTE REMOVAL FROM ROOF PLAN LEGEND WENDEL


1 07.030.A1 A-156 08/27/14 X NOTE REMOVAL FROM ROOF PLAN LEGEND WENDEL


1 07.031.A1 A-157 08/27/14 X NOTE REMOVAL FROM ROOF PLAN LEGEND WENDEL


1 07.032.A1 A-201 08/27/14 X DIMENSIONS, KEYNOTES & ROOM NAMES ADDED, KEYNOTE SCHEDULE CORRECTED WENDEL


1 07.035.A1 A-301 08/27/14 X KEYNOTE DESCRIPTION CORRECTED, EXT. LIGHTS ADDED, DIM. CORRECTED WENDEL


1 07.036.A1 A-302 08/27/14 X KEYNOTE DESCRIPTION CORRECTED WENDEL


1 07.038.A1 A-304 08/27/14 X KEYNOTE DESCRIPTION CORRECTED WENDEL


1 07.039.A1 A-305 08/27/14 X ROOM NAMES MOVED WENDEL


1 07.040.A1 A-351 08/27/14 X COLUMN PROTECTION ADDED WENDEL


1 07.042.A1 A-353 08/27/14 X COLUMN PROTECTION ADDED WENDEL


1 07.043.A1 A-354 08/27/14 X MOVE FIRE EXTINGUISHER, COLUMN PROTECTION ADDED WENDEL


1 07.045.A1 A-356 08/27/14 X COLUMN PROTECTION ADDED WENDEL


1 07.046.A1 A-357 08/27/14 X COLUMN PROTECTION ADDED WENDEL


1 07.048.A1 A-401 08/27/14 X ADD NOTES TO WALL TYPES WENDEL


1 07.049.A1 A-402 08/27/14 X ADD NOTES AND WATERPROOFING WENDEL


1 07.051.A1 A-404 08/27/14 X ADD WATERPROOFING WENDEL


1 07.054.A1 A-407 08/27/14 X ADD FOUNDATION WATERPROOFING WENDEL


1 07.055.A1 A-431 08/27/14 X ADD WATERPROOFING, REVISE KEYNOTE WENDEL


1 07.056.A1 A-432 08/27/14 X CHANGE KEYNOTE WENDEL


1 07.061.A1 A-437 08/27/14 X KEYNOTE DESCRIPTION CORRECTION WENDEL


1 07.062.A1 A-451 08/27/14 X ADD NOTES FOR FIRE RATED APPLICATIONS, FOUNDATION WATERPROOFING WENDEL


1 07.063.A1 A-452 08/27/14 X ADD NOTE WENDEL


1 07.066.A1 A-455 08/27/14 X VIEW NAME ABBREVIATION CORRECTIONS, ADD WATERPROOFING WENDEL


1 07.067.A1 A-456 08/27/14 X KEYNOTE CORRECTION WENDEL


1 07.069.A1 A-481 08/27/14 X REVISE LADDER CONNECTION DETAILS & KEYNOTE REFERENCE WENDEL


1 07.070.A1 A-482 08/27/14 X ABBREVIATIONS REMOVED/CORRECTED, LADDER DETAILS REVISED, DETAIL ADDED WENDEL


1 07.071.A1 A-501 08/27/14 X ABBREVIATIONS CORRECTED, ADD ROOM NAMES, FIRE RATINGS, & WATERPROOFING WENDEL


1 07.072.A1 A-502 08/27/14 X ADD FIRE RATING SYMBOLS & ROOM NAMES, ADJUST GRAPHICS WENDEL


1 07.073.A1 A-503 08/27/14 X CLARIFY RATINGS, ADD DETAIL, ADD NOTES WENDEL


1 07.074.A1 A-504 08/27/14 X ADDITION OF GENERAL NOTE, CHANGE TO DETAIL NAME WENDEL


1 07.075.A1 A-505 08/27/14 X VIEW NAME CORRECTION, OBJECT NAME CORRECTION WENDEL


1 07.076.A1 A-601 08/27/14 X KEYNOTES CHANGED FOR INT. ALUMINUM FRAME SYSTEMS, ADDED TO SCHEDULE WENDEL


1 07.077.A1 A-701 08/27/14 X MATERIAL ADDED TO RCP LEGEND WENDEL


1 07.078.A1 A-702 08/27/14 X MATERIAL ADDED TO RCP LEGEND WENDEL


1 07.079.A1 A-703 08/27/14 X MATERIAL ADDED TO RCP LEGEND WENDEL


1 07.080.A1 A-704 08/27/14 X MATERIAL ADDED TO RCP LEGEND, SMOKE DETECTOR CONFLICTS RESOLVED WENDEL


1 07.081.A1 A-705 08/27/14 X MATERIAL ADDED TO RCP LEGEND WENDEL


1 07.082.A1 A-706 08/27/14 X MATERIAL ADDED TO RCP LEGEND, LIGHT FIXTURE ALIGNED WENDEL


1 07.083.A1 A-707 08/27/14 X MATERIAL ADDED TO RCP LEGEND, LIGHT FIXTURE ALIGNED, DIM. CORRECTED WENDEL


1 07.084.A1 A-708 08/27/14 X MATERIAL ADDED TO RCP LEGEND WENDEL


1 07.085.A1 A-709 08/27/14 X MATERIAL ADDED TO RCP LEGEND WENDEL


1 07.086.A1 A-710 08/27/14 X MATERIAL ADDED TO RCP LEGEND WENDEL


1 07.087.A1 A-711 08/27/14 X MATERIAL ADDED TO RCP LEGEND WENDEL


1 07.088.A1 A-801 08/27/14 X ADD INTUMESCENT PAINT WENDEL


1 07.090.A1 A-851 08/27/14 X DIMENSIONS ADDED WENDEL


1 07.093.A1 A-901 08/27/14 X CORRECTED ABBREVIATION FOR PAINT/PAINTED FROM PTD TO PNT WENDEL


1 07.094.A1 A-902 08/27/14 X FIRE RATED DOOR TYPES ADDED WENDEL


1 07.095.A1 A-903 08/27/14 X ADD RATING INFORMATION WENDEL


1 07.102.A1 A-911 08/27/14 X ADD PARTITION TYPE WENDEL


1 07.106.A1 AF-001 08/27/14 X ADD GENERAL NOTE WENDEL


1 07.107.A1 AG-101 08/27/14 X ADDITION OF ROOF TYPE & DIMS., REMOVAL OF NOTE, VIEW NAME CORRECTION WENDEL


1 09.002.A1 S-100 08/27/14 X REVISE NOTES ReStl


REVISIONS


REV. DATE DESCRIPTION SHEET NO.


1 8/27/14 ADDENDUM 1-


2 9/5/14 ADDENDUM 2-


ADD REVISED SHEETS


ADD REVISED SHEETS


02.001.A1


02.001.A2


02.001.A2
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FOUNDATION AND GROUND FLOOR PLAN NOTES


    AND LOCATIONS OF ALL PARTITION WALLS WITH ARCH. DWGS.


    A THICKENED SLAB OR FOOTING U.O.N. COORDINATE EXTENTS


5.  ALL NON-BEARING MASONRY WALLS SHALL BE PLACED ON


8.  GB REPRESENTS 24X24 GRADE BEAM W/ 4#9 (T&B) & #3 @ 10" O.C TYP. U.O.N.


    15 MIL VAPOR RETARDER AND 8" (MIN.) OF


    6x6-W2.9xW2.9 W.W.F. U.O.N.


2.  TOP OF S.O.G. ELEVATION SEE PLAN, COORDINATE SLOPE,


    GRANULAR FILL SLAB SHALL BE REINFORCED WITH


1.  SLAB ON GRADE SHALL BE 6" NORMAL-WEIGHT CONCRETE OVER


4.  REFER TO THE ARCHITECTURAL, MECHANICAL, PLUMBING, ELECTRICAL,


    METHANE MITIGATION, CIVIL DRAWINGS FOR BELOW GRADE UTILITIES,


    BELOW GRADE CONDUITS, SLAB DEPRESSIONS, ETC.


    DEPRESSION W/ ARCH. AND MECH. DWGS.


3.  S.O.G. AND TOP OF FOOTING ELEVATION ARE BASED ON GROUND FLOOR
    ELEVATION OF 303.50'.


7.  TOP ELEVATION OF INTERIOR & EXTERIOR FOOTING SHALL BE -2'-0" BELOW S.O.G. (U.O.N.)


    SEE COLUMN SCHEDULE FOR FTG. SIZES & ELEV.


6.  SEE ARCHITECTURAL DRAWINGS FOR WALL LAYOUTS AND DIMENSIONS.


FOOTING SIZE


Footing Schedule (for allowable soil bearing pressure: 4000 psf)


REINFORCEMENT E.W. (Bott Only)


3'-0"x3'-0"x2'-0"F3.0 4#6


F3.5


F4.0


F4.5


F5.0


F5.5


F6.0


F6.5


F7.0


F7.5


F8.0


F8.5


F9.0


F9.5


F10.0


F11.0


F11.5


3'-6"x3'-6"x2'-0" 5#6


4'-0"x4'-0"x2'-0" 5#6


4'-6"x4'-6"x2'-0" 6#6


5'-0"x5'-0"x2'-0"


5'-6"x5'-6"x2'-0" 7#6


6'-0"x6'-0"x2'-0" 8#6


6'-6"x6'-6"x2'-0" 8#6


7'-0"x7'-0"x2'-0"


7'-6"x7'-6"x2'-0"


8'-0"x8'-0"x2'-0"


8'-6"x8'-6"x2'-2"


9'-0"x9'-0"x2'-2"


9'-6"x9'-6"x2'-4"


10'-0"x10'-0"x2'-4"


11'-0"x11'-0"x2'-6"


11'-6"x11'-6"x2'-6"


9#6


9#6


10#6


10#6


9#7


10#7


11#7


12#8


12#8


7#6


F12.0 12'-0"x12'-0"x2'-8" 13#8


F13.0 13'-0"x13'-0"x2'-10" 14#8


F14.0 14'-0"x14'-0"x2'-10" 15#8


F14.5 14'-6"x14'-6"x2'-10" 15#8


F8.5C 8'-6"x8'-6"x2'-2" 10#6 / #5@12" O.C. E.W. (T)


F9.5C 9'-6"x9'-6"x2'-4"


F10.0C 10'-0"x10'-0"x2'-4"


F11.0C 11'-0"x11'-0"x2'-10"


F11.5C 11'-6"x11'-6"x2'-10"


F12.0C 12'-0"x12'-0"x2'-10"


F13.0C 13'-0"x13'-0"x2'-10"


F14.0C 14'-0"x14'-0"x2'-10"


F15.5C 15'-6"x15'-6"x3'-0"


10#7 / #5@12" O.C. E.W. (T)
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(TYP)


2"ø HOLE DRAIN
TYP.


23' - 0" 2


 FIRST FLOOR FRAMING P.T. NOTES:


1. SLAB SHALL BE 12 INCHES THICK U.N.O.


2. CONCRETE SHALL BE f'c = 5 KSI NWC.


3. REINFORCING BARS SHALL BE ASTM A615 WITH fy = 60KSI.


4. POST-TENSIONING SYSTEM SHALL BE BONDED POST-TENSIONING USING
    PRE-STRESSING STEEL ASTM A615 WITH fpu = 270 KSI LOW-RELAXATION.


5. DESIGN LOADING:
                     ADL . . . . . . . . . . . . . . . . . . .     75PSF
                     LIVE LOAD UNIFORM . . . . . 150PSF
                     BUS LOADING . . BASED ON CURB WEIGHT OF BUSES
                     HS20-44 AASHTO LANE LOADING


6. PT PROFILE SHOWN REFER TO C.G.S. OF POST-TENSIONING FROM SOFFIT.


7. U.N.O. TYPICAL SLAB PT PROFILE IS AS FOLLOWS:
                     ANCHORAGE . . . . . . . 6.00”
                     BOTTOM . . . . . . . . . . . 1.75”
                     OVER SUPPORTS . . . . . 9.75”


8. U.N.O. TYPICAL CONTINUOUS DROP PT PROFILE IS AS FOLLOWS:
                     ANCHORAGE . . . . . . . 14.50”
                     BOTTOM . . . . . . . . . . . 5.00”
                     OVER SUPPORTS . . . . . 17.50”
                     FOE EAST SPAN 4 TO 3.2 OR 3.3, SET LOW POINT AT 0.4L FROM 4 LINE.


9. SLAB ELEVATIONS SHALL BE 315'-2".


10. REFER TO S125 FOR TOPPING SLAB
.
11. REFER TO S309 & S310 FOR TYPICAL DETAILS.


12. COORDINATE SLAB PENETRATIONS FOR ELECTRICAL AND DRAINAGE
       PIPESWITH ARCHITECTURAL AND PLUMBING PLANS. PLACE IN ACCORDANCE
       WITH DETAIL.


13. CONCRETE FOR POST-TENSIONED SLABS SHALL HAVE CALCIUM NITRITE
       BASED CORROSION INHIBITOR ADDITIVE . MINIMUM DOSAGE SHALL BE THREE
       GALLONS PER YARD OF MIX.


14. APPLY CONCRETE SEALER TO TOPPING CONCRETE. SEE SPECIFICATIONS
       FOR PRODUCTS.


15. PROVIDE TRAFFIC RATED JOINT SEAL AT ALL EXPANSION JOINTS. SEE
       TYPICAL DETAILS AND SPECIFICATIONS.


16.       INDICATES ENCASED CONCRETE COLUMN PER DETAIL J/S302*
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WATERBURY BUS
MAINTENANCE FACILITY


REPLACEMENT
S-105


FIRST FLOOR FRAMING PLAN -
AREA A


CSK/JM/BC


AJ


KM 6/11/2014


FROST BRIDGE ROAD
WATERTOWN, CONNECTICUT 06787


09.007.A1ADDENDUM 1 - ENCASED COL'S & ADD DRAINS + NOTE


ADDENDUM NO 2


09.007.A2ADDENDUM 2 - MOVING SOUTH AREAWAY RETAINING WALL
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